Directional Airflow of HEPA filtered air
Clean Room #1 and #2

HEPA Filtered Air
entering Clean Room Plenum

Vinyl Plenum
above bioBubble ceiling
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Potentially contaminated air captured
by Power Unit intake at floor level
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